Contractor's Material and Test Certificate for Aboveground Piping

PROCEDURE

Upon completion of work, inspeclion ond tests sholl be made by the coniractor’s representative and witnessed by an ownsr's rgpreseniotive.
Al defecis sholl be corrected and system left in service bafore coniractor's parsonnel finolly leave the job.
A certificate sholl be {illed ovl ond signed by both representotives. Copies sholl be prepored for approving outhoritiss, owners, ond contraciers.

It is understood the owner's representative’s signolure in no way prejudices ony claim agoinst contractor for faully moterial, poor workmanship, or
failure to comply with opproving outhority’s reguirements or lecal ordinances.

PROPERIY NAME Brick North Building (Shell fit up)

DATE'%W//E /:; /

PROPERTY AORESS 4 Thompson's Point Portland, ME

ACCEPTED BY Siate of Maine Fire Marshal's Office

ruans - apoRess 45 Commerce Drive Suite ] Augusta, ME 043350
Installotion conforms to accepied plans g/%s i No
Equipment used is approved If no, exploin deviations. 7 Yas o No
Has person in chorge of fire squipment bean Instructed as to locotion g‘fas & No
of control vdlves ond core and mointenonce of this new equipment?
i no, exploin?
INSTRUCTIONS | Has copiss of the following been left on the premises? [g-/?es 3 Mo
1. System components instructions Yes 3 No
2. Care ond maintenance instructions [ Yes 3 No
3. NFPA 25 (Owners Monual) ) Yes 2 No
|OCATION OF . - .
Syaren | supplies butdings Shell fit up for above coverage and new tenant walls
" MAKE MODEL YEAR OF MANUFACTURE | ORIFICE /K—~FACTOR QUANTITY TEMPERATURE RATING
GLOBE GL5615 UPRIGHT 2016 K 5.6 70 155
SPRINKLERS
BLACK IRON
PIPING & | Type of pipe
EITTINGS Type of fitings BLACK IRON
ALARM VALVE Alarm Davice Maximum time to operals through test connection.
OR . Type Make Model . Minutes Seconds
i RS & :
Fow wotcr. |77 TETEMLLEIRTR | S T0N] 2 3/
Dry valve Q.0.b.
Make Model Serial no. Moke Model Serial po.
Tims to lrip Water Nr Trp point Tims water Alarm
through fast reachad operoled
conngction} prossure pressure alr pressuro test outlstl properly
Minutes | Ssconds Psl Psi Psl Minutes Saconds Yes § No
Without
Q.05
With
3.0.D.
If no, explain
Operation 3 Pnsumatic 0O Electric 3 Hydraulie
Piping supervised O Yes 1 Ne
Doss valve operate from the monual trip, remote, or both control stotions? ) Yes 3 No
Is theres an dccessible focllity in each circuit for testing? I Yes 0 No | no, exploin.
Does each circuit operats Does sach circuit operats . R
supervision loss alarm? valve relegse? Moximum time of operate seleose
Make Model
Yos No Yes No Minutes Seconds
Lacotion Make & Setting Static Pressure Rasidual Pressure Flow rote
and floor Model {fiowing}
;?gu URGE iflet {psi} | outlst (psi} Intet {psi) oullst (psi) Flow {gpem)
VALVE!

1 Measured from lime inspector's test comnsclion is opensd.
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NFPA Letter of Comphiance

Date: April 28, 2016

Tao: Landry & French Construction
From: Richard Smith

Re: Sprinkler System Compliance Letter

High Tech Fire Protection has retrofitted an existing NFPA 13 sprinkler system for
(Brick North Shell Building) located at 4 Thompson's Point Portland, ME. This system is in
accordance with contract # 101515-2.
High Tech Fire Protection hereby guarantees our area of work, design, materials ahd
workmanship to meet'the requirements necessary for an approved retrofitted NFPA #13
Automatic Fire Sprinkler System per State and locai authority.

Sincerely,

Richard Smith

High Tech Fire Protection
207-998-2551
RSmith@htfp.ane
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Contractor’'s Material and Test Certificate for Aboveground Piping

PROCEDURE

Upon completion of work, inspsction ond tesits sholl be mode by the contractor's representative and witnessed by on owner's reprasentotive.
All defects sholl be correcled ond system left in service before coniraclor's perscrmel finolly Isave the job.
A certificaie shall be filled out and signed by both representstives. Copies sholl be prepared for approving outhorities, owners, and contraclors,

It is understoed the owner's representalive’s signoiure in no way prejudices any claim against contracior for foulty material, poor workmanship, or
fullure to comply with opproving authority’s requirements or local ordinancss.

PROPERTY NME Bissell Brothers Brewery

DATE:,;/ - //%

PROPERTY ADDRESS 4 Thompson's Point Portland, ME

ACCERTED BY State of Maine Fire Marshal's Office

Powns A0DREss » 45 Commerce Drive Suite Augusta, ME 04330
instatlation conforms to occepised plons g/\'es 1 No
Equipment used is approved If no, exploin deviotions, 9 Yes O No
Has person in chorge of fire equipment been Instrucied as to location R/Yes o1 Ne
of control volves ond cars and muaintenonce of this new equipmeni?
¥ no, explain? ,
INSTRUCTIONS | Has copies of the following been isft on the premises? %.{"‘i'es 3 No
1. System components insiructions Yes 1 Ne
2. Care ond maintenance instructions 1 Yes o Ne
3. NFPA 25 (Owners Monual) I Yas O Ne
ATL ¥ . o .
O eren | sueplies bullsings Tenant space for Bissell Brothers only
MAKE MODEL YEAR OF MANUFACTURE | ORIFICE/K—FAGTOR QUANTITY TEMPERATURE RATING
GLOBE GL5615 UPRIGHT 20186 K 5.6 [*] 155
GLOBE GLE601 PENDENT 2016 K 5.6 7 158
SPRINKLERS GLOBE GL5608 C.C. UPRIGHT 2016 K 5.8 11 200
VICTAULIC AB& DRY PENDENT 2016 K 5.6 4 200
: BLACK IRON
PIPING & Type of pips
EFTTINGS Type of fithngs BLACK IRON
ALARM VALVE Alarm Device Moxamun? tima to operale through test connection.
OR Type Make Modsl Minutas Seconds
2 h AT 2 J— i *
FLOW INDICT. | [/ SYSTEMSENSeL_ | WD 46N & 5/
Dry volve Q.0.D.
Make Modal Serial no. Maks Madel Seriaf no,
e SES i —
DRY PPE Time to irip Wat A Trip noint Tims water Alorm
OPERATION through test ater ’ b _poln reached operated
TEST connegct'lom pressure pressure alr pressure test outleti properiy
Minutes | Seconds Psi Pst Psi Minutes Seconda Yes Ne
Without
Q.05
With
Q.00
if no, exploin
Operation 3 Pnsumatic O Electric £ Hydraulic
Piping supervised O Yes 3 No
Does valve opsrots from the manugl trip, remots, or both controi slations? 3 Yes 3 No
ts there an accessible facility in each chrouit for testing? 3 Yes 3 No If no, explain.
Does each circuit operate Doss sach circuit operota Mosimum time of operate releose
Make Model supervision loss alorm? valve reloose?
Yes No Yos No Minutes Seconds
Loeation Make & Satting Stotic Pressure Residuocl Pressure Flow rate
and floor Modsl {Howing)
PRESQURE inlet (psi) | outlet (psi} Inlet {psi} outlst {psi} Flow {gpm)
REDUCING
YALVE

+ Meosurad from time inspecior’s iesl conneclion Is opened.
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NFPA Letter of Compliance

Date: April 28, 2616

To: Landry & French Construction

From: Richard Smith

Re: Sprinkler System Compliance Letter

High Tech Fire Protection has refrofitted an existing NFPA 13 sprinkler system for
(Cellardoor tenant of the Brick North Building) located at 4 Thompson's Point Portland,
ME. This system is in accordance with contract # 020316-2.

High Tech Fire Protection hereby guarantees our area of work, design, materials and
workmanship to meet the requirements necessary for an approved retfrofitted NFPA #13
Automatic Fire Sprinkler System per State and local authority.

Sincerely,

Richard Smith

High Tech Fire Protection
207-998-2551
RSmithiohtfp.me
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Contractor's Material and Test Certificate for Aboveground Piping

PROCEDURE

Upen completion of work, inspaction and tests sholl be mode by the controctor’s representotive ond withessed by on owner’s reprassntotive.
All defects shall be corrected ond system left in service before contractor's personnal finolly leove the Job.
A cerlificate shall be filled out and signed by both representolives. Coples sholi be prepored for opproving authorities, ownars, and contractors,

1t is wndersicod the owner's representolive’s signalure in mo woay prejudices any claim ogainst contractor for foully moterial, poor workmanship, or
failure to comply with opproving authority’s requirements or local ordinances.

PROPERTY NAME Ceilordoor

DATE 5;/3, //’/ ’

PROPERTY ADDRESS 4 Thompson's Point Portland, ME

ACCEPTED BY State of Maine Fire Marshal's Office

PuNs appRess 45 Commerce Drive Suite 1 Augusta, ME 04340
Installation conforms to ococepted plons 6t Yes 3 No
Equipment used is approved [ nheo, explain deviolions. ¥ Yes 3 No
Haos person in charge of fire equipment been instructed as to location IE/Yes 1 Ne
of control valves ond core ond muintenance of this new equipment?
i no, explain? : .
INSTRUCTIONS | Hos copies of the following been left on the pramises? e Xes 3 No
1. Systern components instructions Yos B No
2, Cors ond mointenance Instructions I Yes £J No
3. NFPA 25 (Owners Monuol) L3 Yes 1 No
LOCATION OF : 0
Sovn . |suppties buidings Tenant space for Cellardoor only
MAKE MODEL YEAR OF MANUFACTURE | ORIFICE/K—FACTOR QUANTITY TEMPERATURE RATING
GLOBE GL3615 UPRIGHT 20186 K 5.8 3 155
GLOBE GL5601 PENDENT 2016 K 5.6 9 155"
SPRINKLERS
T n IRON
PIPING & | lype of pipe _ BLACK
FITTINGS Type of fillings BLACK IROM
ALARM VALVE Alorm Device Mﬂx;murr.} time io operote through tesl connsction.
Or . Type HMake Modeal Minutes Saconds
FLOW INDIeT. | A ME SYSTEM SErSOL | (R0 96 A & S
Dry valve Q.0.0.
Make Moded Seriol no. Maoke Model Serial no.
Time lo trip Water Air Trip point Time woter Alarm
through test : reached operated
connectiont pressure pressure aiF pressure tast outleil properiy
Minutes | Seconds Psi Psi Psi Minutes Seconds Yas Neo
Withoul
Q.0.8,
With
Q.00
If ho, explain
Operation O Pneumatic O Electric 0 Hydraulic
Fiping superviged 3 Yas 1 Ne
Doss valve operote from the manugl trip, remote, or both control statlons? £ Yes 1 No
Is there an accessible facility in each clroult for testing? 13 Yes 3 No if no, explain.
Doss sach circuit operots Yoes each circuil operois Moximur tims of operots relecse
supervision loss olarm? valve releose?
Make Model -
Yeu No Yos No Minutes Seconds
Logation Make & Seiting Siotic Pressure Rasidual Pressure Flow rate
and floor Modsl (Hlowing}
gggULURGE intet (psi) | outiet (psh) inlst {psi} outlst (psi) Flow (gpm)
VALVE!

1 Measured from tima inspector's lest connsclion is opened.




PO Box 156 « Minot, ME 04258-0156
Phone: (207)998-2551+Fax: (207)998-4187

NFPA Letter of Compliance

Date: April 28, 2016

To: Landry & French Construction
From: Richard Smith

Re: Sprinkler System Compliance Letter

High Tech Fire Protection has retrofitted an existing NFPA 13 sprinkier system for
(Bissell Brothers tenant of the Brick North Building) located at 4 Thompson's Point
Portland, ME. This system is in accordance with contract # 011416-1,

High Tech Fire Protection hereby guarantees our area of work, design, materials and
workmanship to meet the requirements necessary for an approved retrofitted NFPA #13
Automatic Fire Sprinkler System per State and local authority.

Sincerely,

Richard Smith

High Tech Fire Protection |
207-998-2551 |
RSmith@hifp.me
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